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COMMERCIAL SPECIALISTS, INC. ASSUMES NO RESPONSIBILITY FOR
COMPLIANCE WITH FEDERAL ADA REQUIREMENTS IN THE DESIGN OF
THIS SYSTEM.

SEE SPECIFICATIONS FOR ADDITIONAL INFORMATION.

SEE THE ARCHITECTURAL REFLECTED CEILING PLAN FOR EXACT LOCATION
OF CEILING MOUNTED DEVICES.

THIS SYMBOL LEGEND IS FOR GENERAL REFERENCE USE. SPECIFIC REQUIREMENTS
ON THE PLANS OR SCHEDULES TAKE PRECEDENCE.

ALL DEVICES ARE TO BE INSTALLED FLUSH UNLESS OTHERWISE NOTED.

MOUNTING HEIGHTS SHOWN ON THE PLANS TAKE PRECEDENCE OVER THIS LEGEND.

CHECK ALL DOOR SWINGS AND CABINETRY ELEVATIONS BEFORE INSTALLING
ANY DEVICE BOXES.

ALL NOTIFICATION (A/V) CIRCUITS TO BE 14AWG SOLID FPL UNLESS OTHERWISE INDICATED.

SHOP DRAWINGS ARE FOR SCHEMATIC PURPOSES ONLY. CONTRACTORS TO
ROUTE WIRE PER SITE REQUIREMENTS.
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CABLE LEGEND
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